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SLIP JOINT DETAILS

14" 8 x 1'-6" Bol+t.

Thread top 8" Galv 17-0". 1'-2" square
For layout see "Anchor
Plate Details"

Hole for 14" & o
o?wcehofrbo\‘r4 \\\®/\ NOTES:

/4" x 1" Backing ring, 1. Pole and arm configurations shown are the final form when erected
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I tackweld in place. Provide camber as necessary.
8" & hole 2. Poles and arms shall be round, tapered steel tubes with a taper of
% 0.1375" to 0.1400" per foot.
3. Alternative slip joint or sleeve joint designs may be submitted with
W ~_ calculations to the Engineer for approval.
Anchor plate 1“/ 4. Knee radius 8-0" Min to 10'-0" Max.

5. Tube bends shall be made in @ manner to prevent buckling or crimpling.

ANCHOR PLATE DETAILS

6. A 2" pipe tenon, 8" Max long may be used for the luminaire connection.
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